
STANDARD CONSTRUCTION DETAILS

WTR - 11

MAIN

CONTRACTOR

INSTALLED BY PLUMBING 

VALVE TO BE PROVIDED & 

PRIVATE SERVICE SHUT-OFF 

GENERAL NOTES

DATE: 07/20/21
 DATE: 07/20/21

REVISED

FORD BA43-444WR-G-NL

360º OPERATING T-HEAD. 

LOCKABLE CURB STOP WITH 

BRASS, ANGLE, BALL TYPE, 

CURB STOP;

FB1000-4-G-NL

CC THREADS. FORD 

BRASS BALL TYPE WITH 

CORPORATION STOP; 

 APPROVED EQUAL

 STEEL STRAP, SMITH-BLAIR OR

DUCTILE IRON, DOUBLE STAINLESS

TAPPING SADDLE, EPOXY COATED

UPON PAYMENT OF TAP FEE

BY CITY OF BRENHAM

WATER METER PROVIDED

 STAINLESS STIFFENER

SOLID SLEEVE

(SINGLE SERVICE)

SERVICE DETAIL

1" WATER 

PLAN VIEW

LEAVING A 3' SPOOL OF TRACER WIRE INSIDE OF METER BOX.

CONNECTORS TO THE TRACER WIRE THAT RUNS ALONG THE MAIN WATER LINE. TERMINATE BY 

5.  INSTALL TRACER WIRE ALONG SERVICE LINE. CONNECT WITH WATER TIGHT UNDERGROUND 

DEVELOPER'S CONTRACTOR.

4.  CITY OF BRENHAM TO SUPPLY WATER METER UPON PAYMENT OF TAP FEE BY DEVELOPER OR 

POSSIBLE.

3.  WATER SERVICE SHALL BE LOCATED WITHIN THE RIGHT-OF-WAY AS CLOSE TO THE LOT LINE AS 

2.  MINIMUM SIZE SERVICE FOR SINGLE LOT CONNECTION SHALL BE 1".

1.  WATER SERVICES 2" AND SMALLER MUST BE SINGLE LOT CONNECTIONS.

MARKED WATER, AMR, CENTER

CHRISTY 1001391-LID BX09P 

WITH 2" PLUG FOR OLD CASTLE 

CONCRETE METER BOX LID 

CASTLE CHRISTY #B09 WITH A 

CONCRETE METER BOX OLD 

SDR 9 POLYETHYLENE, BLUE

SERVICE LINE;

RIGHT-OF-WAY LINE


